Abstract-It is shown that feedback system design objectives, such as disturbance attenuation and rejection, power and bandwidth limitation, and robustness, may he expressed in terms of required bounds of the sensitivity function and its complement on the imaginary axis. This leads to a minimax frequency domain optimization problem, whose solution is reduced to the solution of a polynomial equation.
. . weighting function. The problem, as well as its multivariable version [9] , [lo] , are solved by interpolation theory or functional analysis techniques. It is somewhat surprising that fairly'explicit solutions exist and that no recourse needs be taken to nonlinear programming.
In the present paper it is attempted to take this work a little further and to show that many essential design objectives for linear feedback systems may be translated into required bounds on the sensitivity function S or its complement T, or both, on the imaginary axis. These design objectives include disturbance attenuation and rejection, power and bandwidth limitation, and robustness.
Section 11 of this paper is devoted to a discussion of these subjects. It is concluded that a balance between conflicting design objectives can be achieved by minimizing a criterion of the form
sup [IV(iw)S(iw)12+(W(io)T(io)12]
(1.1)
where Vand Ware suitably chosen weighting functions. As in the work of Safonov, Laub, and Hartmann [ 1 11, the criterion involves both S and T, but it is a minimax and not an integral type criterion.
The actual solution of the minimax problem is undertaken in Section III. The solution technique differs from that of other authors and is related to the well-known fact in, for instance, statistical decision theory that "equalizers" yield minimax solutions. It is shown that the minimax problem may be reduced to the solution of a polynomial equation. Section IV, which is quite brief, offers a few comments on the numerical solution of this polynomial equation. Section V deals with the specialization of the results to the minimization of supwl V(iw)S(iw)l. Finally, in Section VI some examples are discussed. Three of them illustrate technical points. The fourth shows that application of the design technique to a stock example (the double integrator) leads to a classical design. The conclusions of the paper are summarized in Section W.
Extension of the results of this paper to multiinput multioutput plants is feasible and is currently under investigation [12] . For single-input single-output systems, the results of the current paper may be generalized to a criterion of the form Ck I Vk(iw)S(iw) + Wk(iw)T(iw)12, with the Vk and Wk suitable weighting functions. These results are reported elsewhere [ 131. Since the first version of the present paper was written, Verma and Jonckheere [14] published a solution of the problem of minimizing (1.1) based on Helton's work [ 151, while Francis [I61 solved the multivariable version of the problem using functional analysis techniques.
We end this Introduction with some preliminaries. The plant transfer function H and the controller transfer function G are w 0018-9286/85/1OOO-0994$01.00 0 1985 IEEE written in the form where $, 4, p , and u are real polynomials such that $ and 4 have no common roots. The plant denominator polynomial 4 has degree n and the numerator polynomial y5 degree m. G is not necessarily proper, but we assume that H(s) and L(s) = H(s) G(s) are. Under these assumptions the closed-loop system is welldefined as long as L , # -1, where L , : = lim!!,+,L(s). When both 4 and u are monic, the closed-loop charactenstic polynomial is given by .> ; ; .
I
where xol(s) : = $(s)a(s) is the open-loop characteristic polynomial. In the sequel it is convenient to work with the unnormalized characteristic polynomial
If the closed-loop system is well-defined, this polynomial equals the closed-loop characteristic polynomial within a nonzero constant factor, also when $ and u are not monic. In terms of polynomials,
X&) = 4
(4 + $ (4 P (SI. (1.5)
The sensitivity function S and its complement T may be expressed as II. PERFORMANCE AND R o B u~T~~E~~ OPTIMIZATION BY OFTIMAL
BOUNDING
In this section it will first be shown that many essential control system design requirements can be translated into bounds on the behavior of the sensitivity function S and its complement Ton the imaginary axis. The next step in the argument is to minimize these bounds. This leads to a minimax frequency domain optimization problem, whose solution is discussed in the next section. The design aspects considered in the present section are disturbance attenuation, disturbance rejection, power limitation-which is directly related to bandwidth limitation-robustness, and command response.
In the following, the discussion will be confmed to closed-loop systems that have all their poles in the closed left-half plane. Controllers that result in control systems not satisfying this requirement are not admissible.
Disturbance Attenuation: For good disturbance attenuation, the sensitivity function S of the closed-loop system should have the property that I S(iw) I is small over the frequency range of the disturbances. It has been convincingly argued by Zames [6] that this can be achieved by requiring that I S(iw) V(iw) I is uniformly small for all w , where Vis a suitable weighting function reflecting the available information about the frequency content of the disturbances. Thus, for good disturbance attenuation we need to be ensured of a sufficiently small upper bound on I S(iw) V(iw)l.
Disturbance Rejection: Consider a disturbance (entering at the output of the plant) of the form tiehr, j = 0, 1, -e , k -1, with X a given complex number such that Re (A) 1 0, and k a given integer. It is said that the closed-loop control system rejects this disturbance if the response of the controlled output to this disturbance eventually vanishes. A necessary and sufficient condition for disturbance rejection is that S has a zero of -multiplicity k at s = X.
It is mandatory to have rejection of disturbances that are plantgenerated. These are disturbances that result from nonzero initial conditions of the plant, and are of the indicated type with X any plant pole in the closed right-half plane and k its multiplicity. Since S(s) = $(s)a(s)/x&), S always has zeros, with the correct multiplicity, at the open-loop plant poles in the open right-half plane; by admissibility such poles can never cancel against roots of xcl. We can make sure that S has zeros, with the correct multiplicity, at the plant poles on the imaginary axis by requiring that I S(iw) V(iw) I is bounded, where V has poles at all open-loop plant poles on the imaginary axis with corresponding multiplicity.
If V also has poles at other locations on the imaginary axis, rejection is achieved for the corresponding disturbances as well. This may be useful for vibration isolation (rejection of harmonic disturbances of a fixed frequency), but is particularly important for obtaining rejection of constant disturbances by letting V have a pole at s = 0. In particular, if Vhas a pole at s = 0 of multiplicity k , I S(iw) V(iw)I can only be bounded if S has a zero at 0 of multiplicity k , which means that the closed-loop system is of "type&."
Power and Bandwidth Limitation: In the closed-loop system, the transfer function from the disturbances, measurement noise, and command input to the plant input is T(s)/H(s). Limitation of the inmt Dower of the plant can therefore be achieved by imposing a bound on I W(iw) T(iw) Minimax Optimization: The conclusion from the previous considerations is that various control system design objectives, such as disturbance attenuation and rejection, power and bandwidth limitation and robustness, can be expressed in the form of 
III. SOLUTION OF THE MINIMAX PROBLEM
In this section we study the problem of minimizing the criterion where ++, +,, d -, $+, $, , and $-are real polynomials with deg Substituting V and W as given by (3.1) and S and T as given by (3.9), it follows that Preliminaries: In this subsection we introduce the equations that will determine the solution of the minimax problem. First, we define the rational function
Z(S) : = V ( S ) V ( -S ) S ( S ) S ( -S ) + W ( S ) W ( -S ) T ( S ) T ( -S ) . (3.3)
Thus, our problem is that of minimizing sup,J(iw). It will turn out that control systems that achieve this minimum have the property that
with X a real constant, and we shall fxst consider which controllers from the admissible class achieve this. Suppose that the controller transfer function is G = p/u, with p and u real polynomials. Then Without loss of generality we can choose p and u such that all factors in the numerator and denominator of L that have their roots in the closed left-half plane cancel. We, therefore, let p have a factor 4-9, and let IJ have a factor $-$,. On the other hand, from (1.6) and (3.1)
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Since we want Z(s) = X2, YV*SS* cannot have poles at the roots of P,Pf and WW*TT* cannot have poles at the roots of &Pf. These requirements are satisfied when u has a factor PI and p has a factor P2.
In view of these observations, we let IJ = $-$,P18 and p = We now defme the polynomial q , for those real h for which it exists, as the real polynomial of degree bl + b2 + e with nonnegative coefficients and all its roots in the closed left-half plane, such that 1 X TAAX?rC'y-T v.
(3.15)
The polynomial rX is well-defined for 1x1 2 X, , where X, 2 0 is the first value of h for which the right-hand side of (3.15) either loses degree or assumes a root on the imaginary axis as 1x1 is decreased from 03. By assumption c), X, < 00. If, in addition, P I has a factor 9, and P2 has a factor $, , and these factors are canceled in the controller transfer function (3.7), the closed-loop system has all its closed-loop poles in the open lefthalf plane. 
0
In part b) of the theorem, it is to be understood that if a polynomial is assigned the degree -1, it is the zero polynomial. The proof of the theorem is given in Appendix A. That of part'a) relies on first proving that (3.10) has a suitable solution (by the implicit function theorem), and then showing that this solution also solves (3.16). Part b) follows from the fact that under the hypothesis at least one root of xi crosses over from the left-to the right-half plane for some 1x1 > X,; this root can be canceled, resulting in a solution of reduced degree.
Solution of the Minimax Problem: Before presenting the details of the solution of the minimax problem, we establish an important property of the number X, previously defined.
Lemma 2: For any controller, supZ(iw) 2 Ai.
0
The following describes the solution to the problem of minimizing (2.9) in a somewhat exceptional situation.
Theorem 2: Suppose that xi , or x-x, has all its roots in the closed left-half plane. Then the controller (3.7), with O replaced with Oh,, respectively and {replaced with respectively, {-io, minimizes (2.9), and the minimal value is X: . 
We briefly return to this situation in the Corollary to Theorem 3. In case Theorem 2 does not apply, we introduce the auxiliary problem of minimizing
where C(s) is a rational, strictly proper function of s with real coefficients such that X(iw) is real and positive for -UJ < w < 03. The following result explains our interest in controllers such
Lemma 3 : Suppose that (for a given C) the auxiliary criterion (3.18) is minimized by an admissible controller that makes Z(io) a constant A*. Then this controller also minimizes sup,Z(iw). G Proof: This result is well known from statistical decision theory (see, e.g., [18] ) and its proof is very simple. Suppos_e that there exists an admissible controller leadfig to a function 2 such that sup,,Z(iw) < X2. ThenJecessarily Z(iw) < X2 = Z(iw) for all w. As a result, j?, Z(io)X(io)dw < l?w Z(iw)C(iw)dw, which contradicts the assumption that Z minimizes (3.18).
A sufficient condition for the minimization of (3.18) is the Lemma 4: A sufficient condition for the minimization of (3.18) . is that C+$(VV*S* -WW*T*) has all its poles in the closed left-half plane. If a minimizing solution exists, it is unique. 0 A proof of this lemma is given in Appendix C. We are now able to state the solution to the problem of minimizing (2.9) in case Theorem 2 does not apply. Since for the particular solution of (3.16) that we are considering deg (xh) I x -1, and deg (~h )
deg ({h)
given is strictly proper as required. Thus, by Lemma 4, the controller we consider minimizes the auxiliary criterion (3.18). Since by Lemma 1 for this controller Z(iw) = X2 = constant, it follows from Lemma 3 that this controller minimizes (2.9). It remains to prove uniqueness. Suppose first that there exists a controller resulting in a 2 such that sup,Z(iw) = X* but Z(iw) < h2 over some nonzero interval. Then since C is strictly positive, this controller would achieve a smaller value for the auxiliary criterion (3.18), with C given by (3.21), than the controller considered so far. This contradicts the fact that the latter controller minimizes the auxiliary criterion. We conclude that for any controller that minimizes (2.9) necessarily Z ( h ) = X2.
Therefore, such a controller minimizes the auxiliary criterion (3.18) with C given by (3.21). Since by Lemma 4 the Controller that minimizes the auxiliary criterion is uniquely determined, also the minimax controller is uniquely determined. 
0
In case Theorem 2 applies (which is a somewhat exceptional situation) the optimal controller may be nonunique. An example is given in Section VI (Example 1).
We conclude this section with a remark about the order of the optimal controller. Suppose that i) e = n -m, and ii) all roots of 8, are also roots of &+ -and all roots of P2 are also roots of $& -.
Then it is easy to check that if Theorem 2 applies, the controller order is n, while in case Theorem 3 applies it is n -1. Here n is the plant order. Assumption i) ensures that the controller is proper, while assumption ii) includes the situation where 4, is a factor of PI and 4, is a factor of P2, which guarantees the closed-loop system to be asymptotically stable. If i) and ii) do not hold, the controller order may be less or greater than n, respectively, n -1. A controller order less than n, respectively, n -1 is achieved only if the requirement that the controller be proper is dropped.
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N. NUMERICAL SOLUTION
Unless the various polynomials that are involved are of very low degree, it is not feasible to solve the polynomial equations that determine the solution of the minimax problem in closed form. Often it will be necessary to take recourse to numerical computation.
To check whether Theorem 2 applies, it is necessary to solve the (overdetermined) linear equation (3.16), with x defied by (3.8), for X = k X,. This is a routine problem from numerical linear algebra. Algorithms for the factorization (3.15) are well known (see, e.g., Kucera If for X = * X, no solution is obtained such that x has all its roots in the closed left-half plane it is useful to solve the equation (3.16) for a number of trial values of X in order to obtain an estimate of the solution for which the first root of x crosses over to the right-half plane as I XI is decreased from 00.
To find the exact solution of reduced degree, it seems most convenient to solve x , 8, {, and X, with deg (
, with x given by (3.8).
Since these equations are homogeneous, it is necessary to add a normalization condition, for instance that x is monic. This results in a set of nonlinear equations with as many unknowns as equations, which may be solved by a Newton-Raphson approach, using the approximate solution obtained as indicated in the preceding paragraph as a starting solution. Since solutions to 
v. SPECIALIZATION TO THE CASE w = 0
In this section we consider the specialization of the minimax problem to the case where W = 0, which is the problem solved by Zames and Francis [7] , [8] . To this end we take a2 = 0, p2 = 1. Here if a is any polynomial, T,,,Ja) is the n X m lower triangular Toeplitz matrix formed from the coefficients of (Y (see Kailath [21]) ; furthermore, J,, is the n X n diagonal matrix J,,
:=diag (1, -1, 1 , -1 
VI. EXA~IPLES
Example I : The first example serves to illustrate that there are cases where the lower bound X: is achieved, and that in these cases the solution may be nonunique. Take H = 1, V = (s + E ) / (s + l), W = s, where 0 < E < 1. Then the polynomial 7rA is defined by nA*f = (1 -l/X2)s4 + ( -2 + e2/X2)s2 + c 2 . From this it may be verified that X, = 1 and q, = (2 -E~) + E . For X = 1 the equations (3.8) and Example 4-Double Integrator: As a final example we take the feedback control of a double integrator, with the purpose of illustrating the practical value of the optimization technique discussed in th~s paper. We assume that the (nominal) plant transfer function is given by Y(S) = kds2 (6.6) with k , a constant. We could take this as a model of the transfer function of a d.c. motor. We first discuss the various considerations in the choice of the weighting functions.
Disturbance Attenuation and Rejection: The plant has a double pole at the origin. Therefore, to achieve rejection of plantgenerated disturbances, Ysfiould have a double pole at the origin. A prellrmnary choice is V = ~/ ( T~S )~, with the constant r1 to be determined. This weighting funetion ensures rejection of constant disturbances and attenuation of very low-frequency disturbances.
To achieve disturbance attenuation over a wider frequency range, we modify VV* = l/(rls)? to 
S
Here E is the maximal relative variation of the gain k, and a , the maximal value of a. Pursuing the argument following (2.4), we see that robust stability is ensured when I VSI + j WTI 2 < 1 for all w , where v=Jz Q,, , w=& E .
S (6.11)
Inspection of the weighting functions shows that for the inequality to be satisfied, I S I should be (very) small at low frequencies and IT! should be sufficiently less than 1/(&) at all frequencies. These requirements are fully compatible with the expected effects of the weighting fur.,xions that were selected for disturbance attenuation and power and bandwidth limitation. Consequently, there is no need for modification of V and W for robustness improvement.
Solution of the Optimization Problem:
We discuss the minimization of sup (1 VS I + I WTI 2, for the plant H(s) = k,/ s2, with (6.12)
It may be checked that all necessary assumptions are satisfied. Next, it may be found that the defining equation From root locus considerations it follows that the lowest value X, of X for which the factorization (6.17) is possible is assumed when thc leading coefficient of the right-hand side vanishes; hence X, = €. We conjecture, and indeed this is borne out by what follows, that the lower bound X, cannot be achieved, and immediately start looking for a solution of reduced degree. In the present case, x = 4, t = 2, z = 2; hence, we seek a solution with deg (x) = 3, deg
We choose to solve the linear equation (6.18) together with the quadratic equation (6.20) for the polynomials x : = x. + x1s + x2s2 + s3, 8 : = 8, + Bls and l : = lo + lls and for X. It is a simple matter to set up the equations for the coefficients and reasonably straightforward to find that x. = ((X4 -A2 -p)/ = xo, = xI, while X satisfies the equation
In the process of obtaining these equations we used the fact that the coefficients of x should all be positive.
Given p , (6.21) can be solved numerically to obtain X, and, from this, the complete solution. In each case that was tried, it was found that there are two real values of X satisfying the equations; only one of these results in real polynomials x, 8, and {, however. Table I lists the numerical solutions for a few values of p. In Fig.  2 , amplitude plots are given of the resulting sensitivity function S and complementary sensitivity function T. Forp small (i.e., r2 Q rl), the criterion is dominated by the term with S , and the modulus of the sensitivity function more or less behaves as 1/1 VI. As p increases, the term with T assumes more and more influence, pushing the bandwidth down and causing (TI to fall off more steeply, at the cost of peaking of (SI near the cutoff frequency.
The controller transfer function in each case is (6.22) (still in terms of the dimensionless frequency defined before). The controller thus is of a conventional lead-lag type.
It is instructive to obtain asymptotic formulas f o r p small. Forp 1 0, the desired root of (6.21) behaves as X2 -1 + 24/3p1/3.
Asymptotically, the polynomial x, which in this case is precisely the closed-loop characteristic polynomial, has the roots -21/6p-1/3 and 1/2fl ( -1 f i) . The latter pair of closed-loop poles is dominant and has a relative damping 1. Correspondingly, the closed-loop system bandwidth is 1 (in terms of the dimensionless frequency introduced before). The former closed-loop pole is "far-away" relative to the dominant pair; it is there because of our insistence that the controller be proper. We observe that the design for the case where p is small is just the design that would have been obtained by classical frequency domain design methods. The advantage of the proposed method is that it can also be applied in situations (involving plants with several right-half plane poles and zeros, for instance) that cannot very easily be handled by classical techniques. 
VII. CONCLUSIONS
In this paper, various aspects of the performance of linear single-input single-output feedback systems are translated into required bounds on the sensitivity function S and its complement T on the imaginary axis. This leads to a frequency domain minimax optimization problem involving both these functions. The problem formulation is a generalization of that of Zames [6] and Zames and Francis [7] . It allows the inclusion of power and bandwidth constraints and pennits handling plant poles and zeros on the imaginary axis. (3.8), (3.10), and (3.16) crlcr:q5+9TBB*+a2cr2**+**+ff*=ff*.
64.3)
In the remainder of this Appendix for typographical simplicity all circumflexes are suppressed. We first consider the existence of a solution to (A.3) rather than (A.2) Pro08 We first establish that the equation ( Comparison of (A.9) and (A. 10) reveals that 0 = x*( -611x + pq5+$+6&w) + q&f$*+w*, which we rewrite in the form qq5 *+* :w* = X*€ (A. 11)
where E is the polynomial E : = p++ $+ s a w -dI1x. Now, since x is stable for p sufficiently small, x has no roots in common with 4, and $+. Furthermore, for p = 0 we have coo = a, x. = a+f$Tno (see the proof of Lemma A. 1) so that wo and x. have no common roots; therefore, x and w have no common roots for p sufficiently small. Because as a result x* has no roots in common with $*+$To*, it follows from ( A . l l ) that any root of x* is a root of q, which means that q has a factor x*. From this we conclude that q = %x*, with % a polynomial to be determined. From qq* = ?r,?r?xx* it follows that ii?* = ii,%:. Now, from the definition of q it easily follows that q o = a?ro?rii;4+ $ A , while from q = a* we obtain qo = afoa$q5 + $+ , which shows that f o = ?ro. This implies that for p = 0, and hence for sufficiently small, % is stable. Therefore, the correct factorization of et* = ?r,?r,* is f = T,, which proves that q = ?rPx* as claimed. Having proved the validity of (A.2), we now consider (A.2) together with (A. 1) as equations for the unknown polynomials 6 , <, and x. As has been shown, there exists a solution for p small enough, which is unique within multiplication by a continuous function of p . We now observe that for p given T,, is known, and hence (A.2) and ( A . l ) form a set of homogeneous linear equations in the coefficients of the unknown polynomials x, 8, and f. A coefficients-versus-equations count reveals that this linear set of equations is overdetermined (unless bl = b 2 = e = 0; then we have as many equations as unknowns). Let us arrange the unknown coefficients of the polynomials x, 8, and { (not restricting x to be monic) in a vector y ; then the equations (A.2) and (A. 1) can be put into the form A,y = 0, where A , is a rectangular matrix. This equation has a nontrivial solution if and only $ALA,, (with the prime denoting the transpose) is singular. Since a nontrivial solution exists for ,u small enough, it follows that det (A LA ,,) = 0 for p small enough. Now the elements of A,, are analytic functions of the coefficients of T,,, and these coefficients are analytic functions of , u for 1~1 < l/X,, so that det Let us consider what happens to the polynomials 0 and {.
Solving (A.l) and (A.2) for ++e and $+ { yields
Suppose that a root of x,, crosses over via infinity, so that x,, loses degree. Then also x,* loses degree and (A. 12) shows that e,, and 3;
simultaneously lose degree as well; clearly we have a solution as indicated in Theorem lb). Suppose on the other hand that a root of X,, reaches the imaginary axis. Then by conjugate symmetry also x,* has this root, so that x,, and x,* have a common root on the imaginary axis. By (A. 12), 0, and j-,, also have this root (note that by assumption c) r0 has no roots on the imaginary axis so that it is impossible that the common root of e, , and Cp is canceled by a root of ?ro or TB). Thus, x,,, e, , and 5; have a common root on the imaginary axis, which can be canceled throughout in the equations (A.l) and (A.2), again leading to a solution of reduced degree. This completes the proof of Theorem lb).
PROOF OF LEMMA 2
In this Appendix the details of the last step of the proof of Lemma 2 are supplied. Suppose first that y -r]/X2 loses degree at X, and that y -r]/X2 has no roots on the imaginary axis for any 1?1 2 X,. Then y(iw) -r](iw)/h2 > 0 for all 1x1 L X, and all w.
Smce the leading coefficient of y -q/X2 changes sign at X,, there exists a 1x1 < X, such that y(iw) -r](iw)/X2 < 0 for w large enough. It follows that i d {X2:y(iw) -r](iw)/X2 2 0 for all w ) = X;. Next, suppose that X, is the first value of X such that yr]/h2 has a root on the imaginary axis as X is decreased from 03, and suppose that this root is iw,. The proof of this lemma is a standard application of Wiener optimization theory [23] - [25] . For a plant H = $/+ and a controller G = p/o, the closed-loop characteristic polynomial is 
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where P : = w/xc,. This is a well-known parametrization of S and Tin terms of the rational function P . If the closed-loop system is required to have all its poles in the closed left-half plane, P-can range over all rational functions having their poles in the closed left-half plane.
Define X as the set of rational functions P with all their poles in the closed left-half plane such that VS and WT are proper and have no poles on the imaginary axis. Without loss of generality we limit the class of admissible control systems to those for which P E X. Now, consider EO control systems, respectively parametrized by P E X and P E X. Then using (C.3) it is not difficult to find that one can write z= VV*SS*+ WW*TP+(VV*S-WW*T)*+$(F-P)
+ (VV*S-WW*T)d*$*(F-P)* + (VV* + WW*)d+*$$*(F-P)(F-P)*.
(C.4)
Here, in an obviou? notation, 2 corresponds to the control system parametrized by P , and S and T to that parametrized by P . A standard variational argument shows that if an optimal solution exists, the control system parametrized by P maximizes the auxiliary criterion (3.18) if and only if im (F-P)C4$(JVi2S-IW12T)* dw=O (C.5)
for all P E X. Since for P and P in X the rational function (P -P)+$( VV*S* -WW*T*) has no poles on the imaginary axis and is proper, a simple application of the residue theorem shows that a sufficient condition for (C.5) to hold is that X+$( VV*S* -WW*Tc) has all its poles in the closed left-half plane. To establish uniqueness, we observe by inspecticn of (C.4) using (C.5) that the control system parametrized by P is optimal if and only if Since by assumption C is positive for all w this implies that = P and hence the optimal solution is unique. This proof is due to H. Westdijk [26] . 
